
NATIONAL COIR RESEARCH AND MANAGEMENT INSTITUTE (NCRMI) 

KUDAPPANAKUNNU.P.O, THIRUVANANTHAPURAM 

 

NOTICE INVITING LIMITED QUOTATION 

NCRMI/LIB/ELE001/15         4.09.2015 

 

Competitive sealed quotations are invited from interested parties for the re-electrification of the library 

at NCRMI. The quotations shall reach the Director, NCRMI on or before 14.09.2015.The Director, 

NCRMI reserves the right to accept or reject any/all quotations without assigning any reason 

whatsoever. Further details can be had from The Director, NCRMI, Near Doordarshan Kendra, 

Kudappanakkunnu P.O., TVM or through our website www.ncrmi.org. 

           

 

 

Director 

           NCRMI 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Schedule of quantity 

Name of the work: Re-electrification of the library at NCRMI. The details of the work are as 

follows. 

 SPECIFICATION FOR THE  RE-ELECTRIFICATION  WORK OF 

NCRMI LIBRARY    

 

SL.N

O 

Description Unit/qu 

1 MCB Distribution Board  

a Supply, installation, testing and commissioning of wall mounting type 

MCB Distribution boards of reputable brand and of the following 

configurations. 

 

 Three phase 6 way MCB double door  VD DB with 63A FP MCB as 

incoming and the required number of 25A SP MCB as outgoing for 

Computer sockets circuit 

1No 

2 Supply and installation of single 16A switched socket outlet including 

embedding MS/surface box (Modular) 

2No 

3 Supply and wiring for computer  power sockets using 2 runs 2.5 sqmm 

PVC insulated copper wire through 20mm ISI grade PVC conduits with 

1.5  sq.mm PVC insulated copper wire for earthing  

 

150M 

4 Supply and fixing of 16A SP MCB for power plug  2No 

5 Supply and installation of  25A metal enclosure for AC enclosure  3No 

6 10SWG copper bare conductor  100M 

7 Supplying and laying the following PVC sheathed armoured 1.1 KV grade 

Aluminium conductor cable conforming IS: 1554 (Part-1) in cable trenches 

or on concrete wall through pipes as per specifications. 

 

a 3.5x35 sqmm Al cable 50M 

 

 

 



Terms and conditions 

1. The quotationers shall submit their offer in sealed envelope to be addressed to the Director, 

NCRMI and super scribed the Name of the work and address of the quotationer in the 

prescribed form. 

2. The time allowed for completion of work is 15 days from the date of issue of work order from 

this office 

3. The work should be executed in good quality and acceptable standards prescribed by 

KSEB/Electrical inspectorate 

4. No escalation in approved rate will be allowed under any circumstances. 

5. All tool and plant/materials shall be arranged by the contractor at his own cost  

6. The rates quoted by the contractor shall be inclusive of all the taxes including service tax 

7. Payment will be released only after satisfactory completion of work  

8. The Director NCRMI reserves the right to accept or reject any quotation without assigning any 

reason what so ever 

9. The contractor is responsible for the safety of the workmen during the work in progress. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



FORMAT OF QUOTATION 

 (Name of the work :-------------------------------------------------------------------------------------------------) 

Ref: Advertisement dated: ------------------------------ 

 QUOTATION FOR THE  RE-ELECTRIFICATION  WORK OF NCRMI LIBRARY    

SL.

NO 
Description Unit/qu Unit/Rate 

Total 

Amount 

Vat 

Amount 

Total 

Amount 

with VAT 

1 MCB Distribution Board      

a Supply, installation, testing and 

commissioning of wall mounting type 

MCB Distribution boards of reputable 

brand and of the following 

configurations. 

     

 Three phase 6 way MCB double door  

VD DB with 63A FP MCB as 

incoming and the required number of 

25A SP MCB as outgoing for 

Computer sockets circuit 

1No     

2 Supply and installation of single 16A 

switched socket outlet including 

embedding MS/surface box (Modular) 

2No     

3 Supply and wiring for computer  power 

sockets using 2 runs 2.5 sqmm PVC 

insulated copper wire through 20mm 

ISI grade PVC conduits with 1.5  

sq.mm PVC insulated copper wire for 

earthing  

 

150M 

 

 

 

 

 

 

 

 

4 Supply and fixing of 16A SP MCB for 

power plug  

2No     

5 Supply and installation of  25A metal 

enclosure for AC enclosure  

3No     

6 10SWG copper bare conductor  100M     



7 Supplying and laying the following 

PVC sheathed armoured 1.1 KV grade 

Aluminium conductor cable 

conforming IS: 1554 (Part-1) in cable 

trenches or on concrete wall through 

pipes as per specifications. 

     

a 3.5x35 sqmm Al cable 50M     

 Total amount including VAT and 

service Tax  

 

 

We agree to supply, installation and commissioning the above goods in accordance with the 

specifications for the above mentioned unit price shown against the item(s) for which 

quotations have been submitted within the period specified in the Invitation for quotations.  

We also confirm that the normal commercial warranty/guarantee of------------------months shall 

apply to the offered goods.  

 

Seal           Signature  

Name:  

Date: 

 

 

 

 

 

 


